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1. DESCRIPTION.

The FT193 Transmitter utilizes a chopper wheel and photo
pickup to provide both a 4-20 mA DC current signal and a
scaled pulse output directly proportional to flow rate to operate
remotely located indicators, totalizers, recorders and controllers.
In addition, the 193 provides a 6 digit direct reading flow
totalizer that operates independent of the electrical signal
outputs.

Basic scaling is done by the selection of gears. Contact the
factory for assistance.
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a. Remove the six bonnet screws (1) securing bonnet
assembly (2) to mounting base (21). Remove bonnet assembly,
To troubleshoot electronics no further disassembly is required.

b. Remove three mechanism mounting screws (3) and
washers (4) securing mechanism to mounting base (21). Lift
out mechanism,

c. Dissemble transmitter mechanism as required in
accordance with Figure 1.

3. TEST AND CALIBRATION

3.1 Equipment Required:
Sparling Model 702 Pulse Calibrator
3 1/2 digit digital ammeter
Adaptor plug (optional) or jumper with alligator clips.
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